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Abstract. The use of air conditioning in heating ventilating and air-conditioning (HVAC) industry has risen
steadily over the last few decades. The goal of the system is to provide a comfortable indoor environment by the
process of removal or addition of heat. There are various systems and components which have been in constant
use over the years and have evolved with the needs of the user and the environment too. In this research paper
attempt have been made to study microchannel heat exchangers in condenser section of package units. The idea
is to see how an increase in cross-sectional area through the microchannel increases the area of heat transfer. The
effect of grooved cross-section which results in increase of rate of cooling for a fluid flowing through the channel
have been studied. R-32 (Freon Refrigerant) is considered as refrigerant along with water for the study using
CFD analysis. Two designs were considered for the study considering circular cross section and the grooved cross
section considering the channel geometry. From the results of CFD analysis, it can be stated that grooved
cross section has performed better in terms of heat transfer and temperature drop as compared to circular cross
section.
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1 Introduction

Microchannel heat exchangers (MCHE) have been in use in
different industries for decades now. Their application in
the field of HVAC is relatively new compared to other Heat
Exchangers. The purpose of a microchannel heat exchanger
is to improve the overall heat transfer, which would help to
reduce the temperature difference between the air and the
Refrigerant [1–5]. Ravigururajan [6] have studied the
microchannel surfaces which are employed in high heat flux
applications. He developed an experimental setup for
testing microchannel heat exchangers considering power
input, volume flow rate, quality, and inlet subcooling. He
concluded that heat transfer and pressure drop depends on
flow quality and mass flux, heat flux and related surface
superheat. Koichiro et al. [7] have studied the performance
of micro channel heat exchanger on heat transfer behavior
and pressure loss. They studied the heat transfer
considering silicon chip microchannel and the pressure
was compared with the analytical results using three
dimensional numerical simulations. They concluded that
the microchannel heat exchanger system is sufficient to
cool the silicon chip and the system they developed is
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compact as compared to electrical equipment setup.
Denkenberger et al. [8] have studied a newly developed
microchannel heat exchanger design for low-cost produc-
tion. They studied the new type named forward conduction
welding to develop the prototype. This new type can be
used to test counter-flow, crossflow, or parallel-flow type of
heat exchangers. They concluded that this prototype can
be used with higher effectiveness for the prototype they
developed using 28mm thick black low-density polyethyl-
ene walls. Xuan et al. [9] have studied the surface roughness
in microscale fluid flow. They studied the heat transfer and
liquid flow and conducted series of experimental exami-
nations considering microscale fluid flow. They concluded
that the surface roughness plays an important role in the
laminar flow process in microscale fluid flow and has a
significant effect on heat transfer. Tingbo and Yuanlong
[10] have studied the pressure drop and heat transfer
performance in case of microchannel heat exchangers
considering the rib arrangement with circular reentrant
cavities. This setup was numerically investigated in
ANSYS, and the corresponding experimental platform
was designed and built for the verification. They concluded
that the pressure drop was increased between the inlet and
outlet due to rib structure and heat transfer performance
was best for microchannel heat exchangers with circular
reentrant cavities. Mushtaq et al. [11] have studied the
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Table 1. Dimensions of header.

Outer
Diameter
(mm)

Inner
Diameter
(mm)

Length
(mm)

Discharge outer
diameter
(mm)

Discharge inner
diameter
(mm)

Cap design
Outer diameter
(mm)

Round and
Depth (mm)

40 39 340 16 15 40 2 and 5
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microchannel heat exchangers considering channels of
various geometries to study the effects of thermal and
hydraulic performance. They carried out numerical simu-
lations considering 3D flow and 3D conjugate heat transfer
and its effect on various channels (Circular, square,
rectangular, iso-triangular, and trapezoidal) of microchan-
nel heat exchangers.They concluded that bydeveloping new
correlations between heat exchanger effectiveness and
performance index. Long et al. [12] have studied the variable
tube geometry in case of microchannel heat exchangers.
They developed the design concepts of variable geometry in
material saving potential in microchannel heat exchangers
and investigated the effects of air flow distribution to
optimize heat exchanger geometry. They concluded that
better performance can be obtained by varying the design
geometry as compared to conventional microchannel heat
exchanger design.Ooil andGoh [13] have studied themacro-
scale heat exchangers with microchannel heat transfer
capability. Their study is to fabricate macro-scale heat
exchangers in case ofmicrochannel heat exchangers which is
economical and simple and readily available. They conclud-
ed that their developed conventional fabrication techniques
can be used in many practical applications in the design
of heat exchangers. Ying and Minqiang [14] have studied
N-structure in microchannel heat exchangers to study heat
transfer performance and pressure drop. They investigated
the microchannel heat exchanger by adding a straight
channel section toproduce the samewavelength as to get the
N-structure to study the heat transfer performance. They
concluded that pressure drop between the inlet and outlet of
cold side is influenced by the structure of microchannel. Ines
et al. [15] have studied the numerical approach in case of
microchannel heat exchanger to analyze the effect of
different geometries. They analyzed the different geometries
considering COMSOL Multiphysics and these results were
compared with microchannel heat sinks by considering
distilled water as the working fluid. They concluded that by
increasing the number of channels, there is increase in
uniformity of flow designs which improves the heat transfer.
Zeynep and Nezaket [16] have studied the cross flow
microchannel heat exchanger made of aluminum material
considering squaremicrochannels.Theyhavealso developed
the experimental setup to perform fluid flow and heat
transfer measurements. They concluded that the experi-
mental values agreed with the CFD simulation. Canberk
et al. [17] have studied thermodynamic performance using
R32 in case of residential heating, ventilating and air
conditioning system which is an alternative for R410A
because of its low global warming potential. They concluded
that R32 can be used in variable refrigeration systems as an
alternative to R410A. Tri et al. [18] have studied micro-
channel heat exchanger with S-shaped fins usingCFD fluent
code to confirm simulation results of thermal hydraulic
performance in case of carbon dioxide loop to study the
pressure drop made of s-shaped fins and to compare with
the conventional with zigzag films. They concluded that the
experimental resultswere in linewith the standarddeviation
of 13 to 16percent.Nikkah andNakhjavani [19] have studied
water- based nanofluid in a micro-heat exchanger for micro-
electronic cooling application. They studied considering
nano-fluids at various mass concentration to measure
thermal conductivity, heat capacity, density and viscosity
using experimental method. They concluded that heat
transfer coefficient was enhanced with improvement in
thermal conductivity and the pressure drop was increased
due to increase in the viscosity of theworkingfluid.From the
above literature review it is observed that authors have
studied various microchannel heat exchangers considering
channel geometry, differentmaterial etc. So, in this research
work attempt have been made to study microchannel heat
exchanger considering circular and grooved cross section
geometry.
2 Methodology

The micro-channel was designed using CREO software
(Computer aided design software) and the analysis have
been performed in ANSYS workbench. The dimensions
considered for the microchannel heat exchanger were based
on actual dimensions used in industry by scaling down with
a scale factor of 4:1.

Heat transfer rate (watt) was calculated using the
following equation given below.

H=mCpDT=mCp (Ti�TO) Where Ti and To is the
inlet and outlet temperature in degree centigrade, m is the
mass flow rate=0.5 kg/m3 and Cp is the specific heat at
constant pressure (for water 4.184 kJ/kgK and for R32
0.84 kJ/kgK).

2.1 Header

The purpose of the header is to distribute the refrigerant to
the channels. In addition to proper sizing of the header
manifolds, it is essential to determine the optimal insertion
length of the microchannel tube into the header during the
header/tube assembly process. The dimensioning and
scaling of the main header are as shown in Table 1.
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2.2 Refrigerant Tube

Microchannel flat tubes, which may improve the refriger-
ant side heat transfer coefficient and minimize air-side flow
resistance and contact thermal resistance between flat tube
and aluminum fins, are used in refrigerant tubes to boost
heat transfer capacity. The corresponding dimension of
channel diameter, length and width is equal to 1.5mm,
30mm, and 2mm.

2.3 Fins

Fin heat exchanger cells have been constructed which can
withstand high internal pressures and temperatures while
maintaining the thermal strain-compliance benefits.
A matrix of extended heat transfer surfaces in the form
of densely packed folding fins brazed within an exterior
shell is used in these cells. The corresponding header
dimension (3D modelling), side view, refrigerant tube, top
view, fin geometry, fin perspective view and assembled
perspective view is as shown in Figure 1.

2.4 Analysis and design

The grooved and circular microchannel geometry is
considered for the study in case of microchannel heat
exchangers for comparison purposes. The corresponding
isometric view of the grooved and circular microchannel
geometry is as shown in Figure 2. With the application of
this geometry, it is possible to observe the increase in heat
transfer.
2.5 Finite element analysis

The boundary conditions set for the analysis are as follows
and the corresponding changes in scale of 4:1 in terms of
boundary conditions have been incorporated in the study.
The study includes the design of microchannel heat
exchanger and the material have been considered which
yields better results for the analysis. It Consists of Inlet
Temperature of fluid (TIF), Inlet Temperature of Air (TIA),
Inlet Velocity of Fluid (VIF), Inlet Velocity of Air (VIA),
Refrigerant (Water or R-32 (is an Freon Refrigerant),
Channel Geometry (Circular or Grooved) and Material
(Aluminum and Copper).

Based on the above listed parameters, Finite Element
Analysis will be performed on the model. The aim is to see
with which combination of the configuration and param-
eters applied is possible to get the better performance in the
above conditions as mentioned in Tables 2 and 3.

Figure 3 shows the temperature gradient of water and
water tube considering aluminum [20,21] as the material.
This analysis is done by considering the circular groove
cross section. From this analysis it can be observed that the
maximum temperature of water is 3.690e+002K and water
tube is 3.608e+002K. The amount of heat transfer taking
place in this case is 2.717W.

Figure 4 shows the temperature gradient for water and
water tube considering circular groove cross section for
copper. From this analysis it can be observed that the
maximum temperature encountered is 3.69e+002K and
3.607e+002K for water and water tube respectively.

Figure 5 shows the temperature gradient for water and
reference tube considering aluminum and grooved cross
section. From this Figure 5 it is observed that the
maximum temperature is 3.695e+002K and 3.657e+002K
for water and reference tube respectively. The heat
transfer rate taking place in this case is 7.106W. From
this it is observed that the rate of heat transfer taking
place in case of grooved (aluminum) cross section [22,23]
is more as compared to circular cross section (aluminum).
From this analysis it is understood that the heat transfer
is more in grooved cross section. Figure 6 shows
the temperature gradient for grooved cross section
considering copper as the material. From this figure it
is observed that the maximum temperature encountered
is 3.695 e+002K.

Figure 7 shows the temperature gradient for refrigerant
R32, for aluminum and grooved cross section. From this
Figure 7 it is observed that the maximum temperature
gradient is 3.380e+002K and 3.158e+002K for R32 and
reference tube. The amount of heat transfer taking place in
case of this arrangement is 9.922W. In this case the amount
of heat transfer rate is more as compared to all other cases
considered. Figure 8 shows the temperature gradient for
refrigerant R32 (Circular cross section) for Aluminum
material. From this it is observed that the maximum
temperature is 3.3802 e+002K. Table 4 shows the sample
comparison table for grooved and circular cross section for
aluminum considering water and R32 refrigerant. From
this Table 4 it is observed that comparison is given only
for aluminum material as aluminum has performed better
as compared to copper material and hence copper was not
considered for further analysis.

3 Conclusions

In this researchpaper anattempt has beenmade to study the
heat transfer in case of microchannel heat exchangers
considering circular and grooved cross section geometry.
This analysis has been carried out using ANSYS software
considering water and R32 refrigerant. The following
conclusions can be drawn from the above study.

–
 From the microchannel heat exchanger considering
channel geometry, it is observed that grooved cross
section provides more heat transfer as the surface area is
more as compared to circular cross section. The heat
transfer rate observed was 7.106W in case of grooved
cross section considering water as refrigerant.
–
 The heat transfer rate observed is 9.922W for grooved
section considering R32 refrigerant. From this it can be
concluded that high heat transfer rate in case of grooved
cross section was observed when R32 was used in case of
microchannel heat exchangers and the corresponding
temperature drop is also more as compared to water
when used as refrigerant.
–
 From these results, it is evident that R-32 as a refrigerant
can provide much better results in comparison with



Fig. 1. Main header dimensions, header side view, refrigerant tube, refrigerant top view and fin geometry, fin perspective view and
assembled perspective view.
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Fig. 2. Grooved and circular microgeometry cross section.

Table 2. Boundary conditions for water-1 and water-2.

Boundary Condition Temperature, Material and Channel Temperature, Material and Channel

TIF 369 K 369 K
TIA 300 K 300 K
VIF 0.25m/s 0.25m/s
VIA 10m/s 10m/s
Material Used Aluminum Copper
Type of Channel Circular/Grooved Circular/Grooved

Table 3. Boundary Conditions for R32-1 and R32-2.

Boundary Condition Temperature, Material and Channel Temperature, Material and Channel

TIF 338 K 338 K
TIA 308 K 308 K
VIF 10m/s 10m/s
VIA 4m/s 4m/s
Material Used Aluminum Copper
Type of Channel R-32 R-32

Fig. 3. Temperature gradient of water and water tube � aluminum (circular groove).
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Fig. 4. Temperature gradient of water and reference tube � copper (circular groove).

Fig. 5. Temperature gradient of water and reference tube � aluminum (grooved).

Fig. 6. Temperature gradient of water and reference tube � copper (grooved).
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Fig. 7. Temperature gradient for R-32-aluminum (grooved).

Fig. 8. Temperature gradient of R-32, aluminum (circular groove).

Table 4. Results of CFD analysis.

Geometry Material Inlet temperature (K) Outlet temperature (K) Heat transfer (H) in Watts

Circular (Water) Aluminum 369.5 K 368.2 K 2.717 W
Circular (R-32) Aluminum 338.5 K 327.1 K 4.834 W
Grooved (Water) Aluminum 369.5 K 366.1 K 7.106 W
Grooved (R-32) Aluminum 338.5 K 315.1 K 9.922 W
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Water as refrigerant. This attributed due to increase in
area of heat transfer and furthermore, improving the
Heat Transfer rate in aGroovedCross-section of Channel
Geometry.
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